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MAXCELL MXP3456 BUILDING RISER APPLICATION
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MAXCELL INSTALL IN 4" CONDUIT

2

AutoCAD SHX Text
MAKE SMALL INCISION IN ALL MAXCELL PACKS NEAR THE SEAM, PARALLEL TO STITCHING.  FASTEN ALL PACKS TO UNISTRUT WITH 3/8" X 1" BOLT AND (2) 1.25" FENDER WASHERS AND CHANNEL NUT.
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SCALE: NONE
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1-PACK (3-PATHWAYS)
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SCALE: NONE
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2-PACKS (6-PATHWAYS)
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3-PACKS (9-PATHWAYS)

AutoCAD SHX Text
GATHER PULL TAPES TOGETHER AND TIE AN OVERHAND KNOT TO PREVENT TAPES FROM RECEDING BACK INTO THE DUCT.

AutoCAD SHX Text
MXP3456XX:   MAXCELL 3-INCH 3-CELL FABRIC INNERDUCT THAT MEETS UL 2024 REQUIREMENTS. SUPPORTS 1.05" CABLE DIAMETER PER CELL/PATHWAY.
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